UTA-1-P Instructions for Extended Programming Mode

This instruction sheet explains how to use the ex-
tended programming mode for adding an offset to the
temperature display and adjusting the alarm limits
mode for 1 High Setpoint and 1 Low Setpoint, 2 High
Setpoints, or 2 Low Setpoints.

To get in the extended program mode use the follow-
ing procedure: With the display showing the actual
temperature, press and hold down the 'Down' button
and momentarily press and release the Program
button. A"1" will appear on the far right of the LCD
display (See Figure 1). If the "1" fails to appear,
repeat the step several times if necessary and also
hold the program button down longer until the "1"
does appear. Release the "Down" button after the "1"
appears.
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